DEMO 430V DISCOMNECT SWITCH.
REMOAVE CONDUIT TO MEAREST
JUNCTION BOX

REPLACE OLD W/ NEW 30A,
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REUSE THIS 480V, 30A DISCONNECT
LOCATED ABOVE CHAMBER.
CONNECT TO MEW CHAMBER COMPRESSOR—.
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DEMO THIS 480V, 304 DISCONMNECT
LOCATED ABOVE CHAMEER.
REMOVE ASSOCIATED COMDUIT.—"

REUSE 304, 480V DISCONNECT AND 120V
PAMNEL FOR WEW CHAMBER.
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ROUTE CONDENSATE TO EXIST. FLOOR

CUT BACK AND RECONMMECT PIPING AFTER
NE'I'!'lI CHAMBER IS INSTALLED
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~—OEWD 480V DISCONNECT SWMTCH AND
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Attachment 2

REFER TO SCOPE OF WORK 120797-Sw—01 FOR FURTHER DETALS.

120V PANEL. DEMO CONDUIT TO
NEAREST JUMCTION BOX.
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